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1. OGGETTO DEL TEST REPORT / 

Descrizione 
 DALI Interface with BLE module 

Modello BLL DALI INTERFACE EX 
BLL DALI INTERFACE  

Identificativo interno 
190309 (sampled by applicant) 

Richiedente 
TCI Telecomunicazioni Italia S.r.L 

Indirizzo 
Via Parma, 14, 21047 Saronno (VA) - ITALY 

 

Prove effettuate presso TÜV Rheinland Italia Srl 
Via E. Mattei, 3  20010 Pogliano Milanese (Italy) 

Norme di riferimento 
EN 55015:2013+A1:2015; EN 61547:2009; 

Draft ETSI EN 301 489-1 V2.2.0;  
Draft ETSI EN 301 489-17 V3.2.0;  

Scopo delle prove To verify the compliance with the following clauses of reference standards 
See part section

Risultati di prova 
COMPLIANT 

 

Data ricevimento 
campioni 03/04/2019  

Data inizio prove 
06/05/2019 

Data fine prove 
09/05/2019 

Rapporto composto da 
45 Pages 

 

Provato da / Tested by  Approvato da / Approved by 

 
Alessandro Zappa 

 ( ) 

 

 
 Giovanni Molteni 
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The results referred in this report are only relevant to the samples tested and described in this report.                                                                                            
Only complete reproduction of this test report is permitted without written authorisation of TÜV Rheinland Italia 
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