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ATTESTATION OF CONFORMITY

Issued to: TCI Telecomunicazioni Italia SrL
Via Parma 14
21047  Saronno (VA)
Italy

For the product: Electronic SELV step-down control gear

Trade name: TCI or TN101

Type/Model: DC MINIJOLLY (series); UNIVERSALE 20 (series); DC MINI JOLLY DALI (series).

Ratings: 110-240 V, 50-60 Hz

Manufactured by: TCI Telecomunicazioni Italia SrL
Via Parma 14
21047  Saronno (VA)
Italy

Requirements: EN 55015:2013, A1:2015 & CISPR 15:2013, A1:2015, 
EN 61000-3-2:2014 & IEC 61000-3-2:2014,
EN 61000-3-3:2013 & IEC 61000-3-3:2013, 
EN 61547:2009 & IEC 61547:2009,
EN 61000-4-3:2006, A1:2008, A2:2010, & IEC 61000-4-3:2006, A1:2008, A2:2010,
EN 61000-4-4:2012 & IEC 61000-4-4:2012,
EN 61000-4-5:2014 & IEC 61000-4-5:2014, A1:2017,
EN 61000-4-6:2014 & IEC 61000-4-6:2013,
EN 61000-4-8:2010 & IEC 61000-4-8:2009,  
EN 61000-4-11:2004, A1:2017 & IEC 61000-4-11:2004, A1:2017.

This Attestation is granted on account of an examination by DEKRA, the results of which are laid down in a 
confidential file no 2229107.00.

The examination has been carried out on one single specimen or several specimens of the product, 
submitted by the manufacturer. The Attestation does not include an assessment of the manufacturer's 
production. Conformity of his production with the specimen tested by DEKRA is not the responsibility of 
DEKRA.
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